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PROJECT DESCRIPTION 
The site consists of a five separate parcels with a combined area of 1.22 acres. The site is 

currently developed, and existing buildings are present on four of the five parcels. The 

northwest parcel contains a fitness center, the southwest parcel contains a pizza 

restaurant, the southeast parcel contains a shops building with multiple uses, including 

an eatery and a nail salon, and the northeast parcel contains a single-family residence. 

 

The project will involve demolition of existing buildings, pavement, and other site 

features, and construction of a multi-story hotel building with surface parking as well as 

a subterranean parking level, and associated driveways, stormwater management 

facilities, utilities, and landscaping.  

 

The site is bordered to the west by 166th Avenue NE, to the south by Redmond Way, to 

the north by NE 79th Street, and to the east by existing developed properties. 

 

This preliminary storm drainage report addresses the storm water management system 

for the entire site.  

 

Site Location 

A vicinity map showing the property location is provided as Figure 1 in Appendix A. 

 

Location:  Northeast Corner of Redmond Way and 166th Avenue NE 

Section: 12 

Township: 25 North 

Range: 5 East of W.M. 

Parcel Numbers:  00580700000606 

City, County, State: City of Redmond, King County, Washington State 

Governing Agency: City of Redmond 

Design Criteria:  Washington State Department of Ecology Stormwater  

  Management Manual for Western Washington, 2005, as 

modified by the City of Redmond Clearing, Grading, and 

Stormwater Management Technical Notebook, 2012. 
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DESIGN CRITERIA 
The storm water management system has been designed in accordance with the 

Washington State Department of Ecology Stormwater Management Manual for Western 

Washington, 2005, as modified by the City of Redmond Clearing, Grading, and 

Stormwater Management Technical Notebook, 2012. 

 

Table 1 summarizes the City of Redmond stormwater requirements. 

 

Table 1 - City of Redmond Requirements 

Peak Run-off Control: Match the pre-developed discharge rates from 50% 

of the 2-year peak flow up through the full 50-year 

peak flow.  

Water Quality: 91st percentile, 24-hour runoff rate 

Detention: As needed to comply with Peak Run-off Control 

Requirements. 

Conveyance Design: 10-year storm event. 

50-year storm event if upstream of detention. 

Hydrological Design Method: Western Washington Hydrologic Model for water 

quality and water quantity analysis. 

 

The minimum requirements for stormwater management as outlined in the Department 

of Ecology’s Stormwater Management Manual have all been addressed as follows: 

 

Minimum requirement #1: Preparation of Stormwater Site Plans 

This project proposes to replace greater than 2,000 square feet of impervious surface; 

thus, Minimum requirement #1 applies and a Stormwater Site Plan must be prepared for 

review by the local jurisdiction.  

 

This Storm Drainage Report has been prepared to address this requirement. 

 

Minimum requirement #2: Construction Stormwater Pollution Prevention 

All erosion and sediment control measures shall be governed by the requirements of 

Department of Ecology’s 2005 Stormwater Management Manual for Western 

Washington as modified by the City of Redmond Clearing, Grading, and Stormwater 

Management Technical Notebook, 2012, and the General Permit for Construction 

Stormwater. The twelve elements as identified in the Manual and provided below will be 

incorporated into the TESC plans 
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Element 1: Mark Clearing Limits 

Element 2: Establish Construction Entrance  

Element 3: Control Flow Rates 

Element 4: Install Sediment Controls 

Element 5: Stabilize Soils 

Element 6: Protect Slopes 

Element 7: Protect Drain Inlets 

Element 8: Stabilize Channels and Outlets 

Element 9: Control Pollutants 

Element 10: Control De-watering 

Element 11: Maintain BMPs 

Element 12: Manage the Project 

 

In addition, a National Pollutant Discharge Elimination System (NPDES) Permit will be 

obtained prior to construction and a Stormwater Pollution Prevention Plan (SWPPP) will 

be prepared for this project using the Department of Ecology template and Client 

standards.   

 

Minimum requirement #3: Source Control of Pollution 

The SWPPP prepared for this project will provide details and general guidance to utilize 

the Best Management Practices (BMP’s) for source control of pollution. Refer to the 

Erosion Control section below for more detailed information regarding these BMP’s. 

 

Minimum requirement #4: Preservation of Natural Drainage Systems and Outfalls 

Presently, on-site stormwater is collected in catch basins and piped to the public system, 

with connections in Redmond Way, 166th Ave. NE, and NE 79th St. Ultimately all the 

stormwater drains to an existing regional detention/treatment facility. The proposed 

storm drainage system will connect to the same existing system and eventually the same 

regional facility, thus preserving the natural drainage system. 

 

Minimum requirement #5: On-site Stormwater Management 

Stormwater management BMPs will be installed as appropriate to manage on-site 

stormwater. After completion of construction, all new landscaped areas within the 

project site will have compost amended soil in place per City of Redmond requirements. 

 

Minimum requirement #6: Runoff Treatment 

Water quality for the project will be provided at a regional facility. 
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Minimum requirement #7: Flow Control 

Flow control for non-roof areas of the project will be provided at a regional facility. 

Runoff from roof areas will be directed to an on-site infiltration facility, which will 

provide 100% infiltration. 

 

Minimum requirement #8: Wetlands Protection 

There are no wetlands within the development area of the site.  
 

Minimum requirement #9: Operation and Maintenance 

The Operations and Maintenance of the storm water management system is detailed in 

the Operations and Maintenance section of this report. 
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EXISTING CONDITIONS 
The site is currently developed, and existing buildings are present on four of the five 

parcels. The northwest parcel contains a fitness center, the southwest parcel contains a 

pizza restaurant, the southeast parcel contains a shops building with multiple uses, 

including an eatery and a nail salon, and the northeast parcel contains a single-family 

residence. The site is generally flat, with slopes typically ranging from 1% to 5%, 

although there are isolated areas of greater slopes in driveways and landscaped areas. 

The site is generally sloped from the northeast to the southwest.  

 

The site is bordered to the west by 166th Avenue NE, to the south by Redmond Way, to 

the north by NE 79th Street, and to the east by existing developed properties. Presently, 

on-site stormwater is collected in catch basins and piped to the public system, with 

connections in Redmond Way, 166th Ave. NE, and NE 79th St. Ultimately all the 

stormwater drains to an existing regional detention/treatment facility. 

 

The project site is located in a critical area designated as Wellhead Protection Zone 1 by 

the City of Redmond. The development shall conform to City of Redmond Municipal 

Code 21.64.050, which identifies requirements for developments in this critical area to 

mitigate the potential for introduction of harmful materials into the groundwater. 

 

Table 2 – Existing Conditions 

Area Roof 

(ac) 

Parking 

(ac) 

Sidewalk 

(ac) 

Landscape 

(ac) 

Total 

(ac) 

Site 0.27 0.66  0.03 0.26 1.22 

Upstream Run-on 0.00 0.00 0.00 0.00 0.00 

Total Area 0.27 0.66 0.03 0.26 1.22 
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Soil Conditions 

A detailed geotechnical study of the site was performed by Golder Associates to 

determine the properties of the surface and subsurface soils. Results of the 

investigations are documented in the Geotechnical Engineering Report prepared by 

Golder Associates dated January 2016, provided (without Appendices) in Appendix C.   

 

Infiltration Rates 

Per the geotechnical study performed by Golder Associates, on-site soils exhibited high 

infiltration rates typical of the shallow alluvial soils. A long-term design infiltration rate 

of 7 inches/hour was recommended. 

 

Water Table 

Per the geotechnical study performed by Golder Associates, the seasonal groundwater 

elevation in the vicinity of the site ranges from a low of about 26 feet to a high of 32.5 

feet. Groundwater was encountered in the site borings, and was typically found at 

depths of 16 feet below grade or deeper. A conservative groundwater elevation of 34 

feet was recommended. 



 

 

___________________________________________________________________________________________ 

Anderson Park Hotel  October 2016 

Storm Drainage Report 

- 7 - 

DEVELOPED CONDITIONS 
The project will involve demolition of existing buildings foundations, pavement, and 

other site features, and construction of a multi-story hotel, and associated surface and 

subterranean parking, driveways, stormwater management facilities, utilities, and 

landscaping. A proposed drainage plan is included in Appendix B. 

 

Per the City of Redmond Clearing, Grading, and Stormwater Management Technical 

Notebook (2012) section 2.5.5, infiltration is prohibited for non-single family residential 

projects located in Wellhead Protection Zone 1. The intent of this regulation is to 

prevent pollutant-laden runoff from infiltrating into the groundwater. Since the project 

roof areas are non-pollutant-generating, runoff from these areas will need to be 

infiltrated on-site. 

 

An open-bottom infiltration vault will be installed along the northern edge of the 

property, and will receive runoff from the roof areas. The system is designed to infiltrate 

100% of the roof runoff, although an overflow pipe connecting to the existing system 

will be constructed to provide an emergency release. 

 

The drainage concept for the project site is a network of curbs, gutters, catch basins, and 

underground pipes that collect surface water runoff throughout the site. The runoff will 

then be conveyed to the public storm drainage system where it is directed to the 

regional stormwater management facility.  

 

Table 3 – Developed Conditions 

Area Roof 

(ac) 

Parking 

(ac) 

Sidewalk 

(ac) 

Landscape 

(ac) 

Total 

(ac) 

Site 0.64 0.34 0.19 0.05 1.22 

Upstream Run-on 0.00 0.00 0.00 0.00 0.00 

Total Area 0.64 0.34 0.19 0.05 1.22 
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OFFSITE ANALYSIS 
Upstream Analysis 

Runoff for offsite areas to the south, west, and north are collected in the roadways, and 

do not flow onto the site. The adjacent property to the east does not appear to flow 

onto the site, and stormwater runoff from the site is assumed to be managed 

independently. Therefore, no upstream issues are anticipated. 

 

Downstream Analysis 

The existing project site is currently developed and largely consisting of impervious 

areas. Although the amount of impervious area will likely increase, the amount will be 

relatively minor. The existing storm drain trunk line in Redmond Way was designed to 

accommodate flows to the regional detention/treatment facility, and likely has adequate 

capacity to accommodate the minor increase in runoff. Therefore, no downstream issues 

are anticipated. 
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CONVEYANCE 
On-site storm water conveyance has been calculated through gravity flow analysis of the 

piping network. Based on a 50-year storm event, peak runoff was routed through the 

system and determined to be adequate. A Uniform Flow Analysis utilizing Manning’s 

equation was employed with a Manning’s “n” value of 0.012.   

 

Manning’s Equation:  

2
1

3
249.1

xSxAxR
n

Q 
 

  

With: Q = Flow (cfs) 

 n = Manning’s Roughness Coefficient (0.012) 

 A = Flow Area (sf) 

 R = Hydraulic Radius = Area/Wetted Perimeter (lf) 

 S = Slope of the pipe (ft/ft) 

 

Conveyance calculations will be provided in a future submittal. 

 

WATER QUALITY 
Water quality treatment for non-roof project site will be provided at a regional facility. 

 

Water quality treatment for roof areas is not required, as those areas are not pollutant-

generating and will fully infiltrate on site. 

 

DETENTION 
Flow control for runoff from non-roof project areas will be provided at a regional facility. 

 

Flow control for runoff from roof areas will be provided via an open-bottom infiltration 

vault located along the northern edge of the property. The vault is designed to provide 

100% infiltration, although an overflow pipe connecting to the existing storm drainage 

system to provide an emergency release. 

 

LOW IMPACT DEVELOPMENT (LID) 
The majority of the development will be utilized as building or parking (with a 

subsurface parking garage). Because of this, there is inadequate horizontal space to 

construct LID BMPs to manage on-site stormwater. However, infiltration will be utilized 

as much as feasible; and open-bottom vault located in the portion of the site between 

the parking garage and the public right-of-way. This facility will fully infiltrate runoff 

generated from the roof areas of the project. 
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EROSION CONTROL 
All erosion and sediment control measures shall be governed by the requirements of 

Department of Ecology’s 2005 Storm Water Management Manual for Western 

Washington as modified by the City of Redmond Clearing, Grading, and Stormwater 

Management Technical Notebook, 2012, and the General Permit for Construction Storm 

water. A National Pollutant Discharge Elimination System (NPDES) Permit will be 

obtained and a Stormwater Pollution Prevention Plan (SWPPP) will be prepared for this 

project.  

 

The proposed development includes an erosion/sedimentation control plan designed to 

prevent sediment-laden run-off from leaving the site during construction. The erosion 

potential of the site is influenced by four major factors: soil characteristics, vegetative 

cover, topography, and climate. Erosion/sedimentation control is achieved by a 

combination of structural measures, cover measures, and construction practices that are 

tailored to fit the specific site. 

 

Prior to the start of any grading activity on the site, all erosion control measures, 

including installation of a stabilized construction entrance, shall be installed in 

accordance with the construction documents. 

 

Best construction practices will be employed to properly clear and grade the site and to 

schedule construction activities. The planned construction sequence for the construction 

of the site is as follows: 

 

Construction Sequence and Procedure 

The Contractor will be responsible for implementing the following erosion control and 

storm water management control measures. The Contractor may designate these tasks 

to certain subcontractors as they see fit, but the ultimate responsibility for implementing 

these controls and ensuring their proper functioning remains with the Contractor. The 

order of activities will be as follows.  

 

Phase 1 

1. Prior to beginning any work on the project site a pre-construction conference 

must be held, and shall be attended by the general contractor, the project 

engineer, representatives from the affected utilities and a representative from the 

City of Redmond. 

2. Mark clearing limits. 

3. Install inlet protection to all existing catch basins.  

4. Install temporary stabilized construction entrance. 
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5. Install perimeter silt fences, interceptor swales, etc. Protect existing and proposed 

infiltration areas. 

6. Demolish existing buildings. 

7. Protect and stabilize slopes. 

8. Begin clearing and grubbing operations. Clearing and grubbing shall be done 

only in areas where earthwork will be performed and only in areas where 

construction is planned to commence within 7 days after clearing and grubbing 

between May 1 and September 30 or 2 days between October 1 and April 30.  

9. Commence site grading. 

 

Phase 2 

1. Disturbed areas of the site where Construction Activity has ceased for more than 

7 days between May 1 and September 30 or 2 days between October 1 and April 

30 shall be temporarily seeded and watered. 

2. Install haul road. 

3. Construct building pad and install concrete wash out area. 

4. Construct permanent storm water facilities.  

5. Install utilities, underdrains, storm sewers, curbs and cutters. 

6. Install inlet/outlet protection at the locations of all grate inlets, curb inlets, and at 

the ends of all exposed storm sewer pipes. 

7. Install rip rap around outlet structures. 

8. Prepare site for paving. Finalize pavement subgrade preparation. 

9. Remove inlet protection around inlets and manholes no more than 48 hours prior 

to placing stabilized base course. 

10. Install base material as required for pavement. Pave site. Do not pave over catch 

basins. 

11. Complete final grading in non-parking areas and install permanent seeding and 

planting. 

12. Remove silt fencing only after all paving is complete and exposed surfaces are 

stabilized. 

13. Remove temporary construction exits only prior to pavement construction in 

these areas (These areas are to be paved last). 

 

Temporary Soil Stabilization  

Temporary stabilization practices for this project include:   

 Temporary seeding and planting of all unpaved areas using the hydro-mulching 

grass seeding technique. 

 Mulching exposed areas. 

 Installation of Rolled Erosion Control Products. 
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Structural practices for this project include the following. Refer to the Erosion Control 

plans for specific locations and details: 

 Inlet protection using fiber fabric. 

 Outlet protection (velocity dissipation) using rip rap. 

 Perimeter protection using silt fences. 

 Stabilized construction entrance/exit points and staging area. 

 Temporary sediment basin. 

 Rock check dam. 

 Silt fence. 

 Interceptor swales. 

 Temporary storm drain riser. 

 

Daily inspection of the erosion control measures will be required during construction.  

Any sediment buildup shall be removed and disposed offsite at an appropriate disposal 

facility. 

 

Vehicle tracking of mud off-site shall be avoided. A gravel construction entrance/exit will 

be installed at a location to enter the site. The construction entrance/exit is a minimum 

requirement and may be supplemented if tracking of mud onto public streets becomes 

excessive. In the event that mud is tracked off site, it shall be swept and disposed of 

offsite on a daily basis. Depending on the amount of tracked mud, a vehicle road 

sweeper may be required.  

 

Because vegetative cover is the most important form of erosion control, construction 

practices must adhere to stringent cover requirements.  More specifically, the contractor 

will not be allowed to leave soils open for more than 7 days between May 1 and 

September 30 and 2 days between October 1 and April 30, and in some cases, 

immediate seeding or mulching will be required.  Areas next to paved areas may be 

armored with crushed rock sub-base in place of other stabilizing measures. 

 

Permanent Erosion Control and Site Restoration 

Upon completion of the project, areas of the site that are not stabilized with paving, 

rooftops, or landscaping as shown on the site plans will be protected with either grass, 

ground cover/plantings or existing vegetation as shown on the Landscape Plans. In 

general, storm runoff from the site will be collected by catch basins connected to a 

storm water quality structure and then flows into detention system.  
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Inspection Sequence 

Inspections are required at least every seven (7) days and within 24 hours following any 

rainfall and shall continue until the site complies with the Final Stabilization section of 

this document.  The ESC Lead shall be the responsibility of the contractor. 

 

Week # 

Date: 

 

*To be inspected daily 

ESC Status: 

Ng = No good 

Ok = Okay 

Fx = Fixed 

If Status is “No 

Good” describe 

failure 

If failure was 

“Fixed”, describe 

solution 

 M T W T F S 

*Silt Fence– Site Perimeter intact?         

*Silt Fence – Infiltration Pond intact?         

*Construction Entrance–Sediment in 

Street?  

        

Storm Drain Inlets – Sediment Buildup?         

Storm Drain Inlets – Protection Intact?         

Soil Excavation – Monitor for 

contaminants 

        

Soil Stockpiles – Stabilized?         

Soil Stockpiles – Visible Erosion/Rills?         

Swales/check dams – Swales Stabilized?         

Swales/check dams – Check Dams 

Intact? 

        

Sediment Pond – Sediment Buildup?         

Sediment Pond – Riser Intact?         

 

Control of Pollutants Other Than Sediments 

Pollutants shall be controlled on the work site through the utilization of a centralized 

area for equipment, a concrete truck washout, and an area designated for temporary 

storage of debris and stockpiled materials. 
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OPERATIONS AND MAINTENANCE 
The owner or operator of the project shall be responsible for maintaining the stormwater 

facilities in accordance with local requirements. Proper maintenance is important for adequate 

functioning of the stormwater facilities. The following maintenance program is recommended 

for this project: 

 

Maintenance Checklist for Catch Basins and Inlets 
Frequency Drainage 

System 

Feature 

 Problem Conditions To Check For Conditions That Should Exist 

M,S General  Trash, debris, and 

sediment in or on 

basin 

Trash or debris in front of the catch 

basin opening is blocking capacity 

by more than 10%. 

No trash or debris located 

immediately in front of catch 

basin opening.  Grate is kept 

clean and allows water to enter. 

M    Sediment or debris (in the basin) that 

exceeds 1/3 the depth from the 

bottom of basin to invert of the 

lowest pipe into or out of the basin. 

No sediment or debris in the 

catch basin.  Catch basin is 

dug out and clean. 

M,S    Trash or debris in any inlet or pipe 

blocking more than 1/3 of its height. 

Inlet and Outlet pipes free of 

trash or debris. 

M   Structural damage to 

frame and/or top slab 

Corner of frame extends more than 

¾ inch past curb face into the street 

(if applicable). 

Frame is even with curb. 

M    Top slab has holes larger than 2 

square inches or cracks wider than ¼ 

inch (intent is to make sure all 

material is running into the basin). 

Top slab is free of holes and 

cracks. 

M    Frame not sitting flush on top slab, 

i.e., separation of more than ¾ inch 

of the frame from the top slab. 

Frame is sitting flush on top 

slab. 

A   Cracks in basin 

walls/bottom 

Cracks wider than ½ inch and longer 

than 3 feet, any evidence of soil 

particles entering catch basin 

through cracks, or maintenance 

person judges that structure is 

unsound. 

Basin replaced or repaired to 

design standards.  Contact a 

professional engineer for 

evaluation. 

A    Cracks wider than ½ inch and longer 

than 1 foot at the joint of any 

inlet/outlet pipe or any evidence of 

soil particles entering catch basin 

through cracks. 

No cracks more than ¼ inch 

wide at the joint of inlet/outlet 

pipe.  Contact a professional 

engineer for evaluation. 

A   Settlement/ 

misalignment 

Basin has settled more than 1 inch or 

has rotated more than 2 inches out of 

alignment. 

Basin replaced or repaired to 

design standards.  Contact a 

professional engineer for 

evaluation. 

M,S   Fire hazard of other 

pollution 

Presence of chemicals such as 

natural gas, oil, and gasoline.  

Obnoxious color, odor, or sludge 

noted. 

No color, odor, or sludge.  

Basin is dug out and clean. 

M,S   Outlet pipe is 

clogged with 

vegetation 

Vegetation or roots growing in 

inlet/outlet pipe joints that is more 

than 6 inches tall and less than 6 

inches apart. 

No vegetation or root growth 

present. 

 

  

 

 

 



 

 

___________________________________________________________________________________________ 

Anderson Park Hotel  October 2016 

Storm Drainage Report 

- 15 - 

 

Maintenance Checklist for Conveyance Systems (Pipes, Ditches and Swales) 
Frequency Drainage 

System 

Feature 

 Problem Conditions To Check For Conditions That Should Exist 

M,S Pipes  Sediment & 

debris 

Accumulated sediment that exceeds 20% 

of the diameter of the pipe. 

Pipe cleaned of all sediment and 

debris. 

M   Vegetation Vegetation that reduces free movement of 

water through pipes. 

All vegetation removed so water 

flows freely through pipes. 

A   Damaged 

(rusted, bent, or 

crushed) 

Protective coating is damaged; rust is 

causing more than 50% deterioration to 

any part of pipe. 

Pipe repaired or replaced. 

M    Any dent that significantly impedes flow 

(i.e., decreases the cross section area of 

pipe by more than 20%). 

Pipe repaired or replaced. 

M    Pipe has major cracks or tears allowing 

groundwater leakage. 

Pipe repaired or replaced. 

M,S Open 

Ditches 

 Trash & debris Dumping of yard wastes such as grass 

clippings and branches into basin.  

Unsightly accumulation of nondegradable 

materials such as glass, plastic, metal, 

foam, and coated paper. 

Remove trash and debris and dispose 

as prescribed by the County. 

M   Sediment 

buildup 

Accumulated sediment that exceeds 20% 

of the design depth. 

Ditch cleaned of all sediment and 

debris so that it matches design. 

A   Vegetation Vegetation (e.g., weedy shrubs or 

saplings) that reduces free movements of 

water through ditches. 

Water flows freely through ditches.  

Grassy vegetation should be left 

alone. 

M   Erosion damage 

to slopes 

Check around inlets and outlets for signs 

of erosion.  Check berms for signs of 

sliding or settling.  Action is needed where 

eroded damage over 2 inches deep and 

where there is potential for continues 

erosion. 

Find caused of erosion and 

eliminated them.  Then slopes 

should be stabilized by using 

appropriate erosion control 

measure(s); e.g., rock reinforcement, 

planting grass, compaction. 
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Maintenance Checklist for Conveyance Systems (Pipes, Ditches and Swales) - 

continued 
A   Rock lining out 

of place or 

missing (if 

applicable) 

Maintenance person can see native soil 

beneath the rock lining. 

Replace rocks to design standard. 

Varies Catch 

basins 

  See Catch Basins Checklist. See Catch Basins Checklist. 

M,S Swales  Trash & debris See above for Ditches. See above for Ditches. 

M   Sediment 

buildup 

See above for Ditches. Vegetation may need to be replanted 

after cleaning. 

M   Vegetation not 

growing or 

overgrown 

Grass cover is sparse and seedy or areas 

are overgrown with woody vegetation. 

Aerate soils and reseed and mulch 

bare areas.  Maintain grass height at 

a minimum of 6 inches for best 

stormwater treatment.  Remove 

woody growth, recontour, and reseed 

as necessary. 

M,S   Erosion damage 

to slopes 

See above for Ditches. See above for Ditches. 

M   Conversion by 

homeowner to 

incompatible 

use 

Swale has been filled in or blocked by 

shed, woodpile, shrubbery, etc. 

If possible, speak with homeowner 

and request that swale area be 

restored.  Contact the County to 

report problem if not rectified 

voluntarily. 

A   Swale does not 

drain 

Water stands in swale or flow velocity is 

very slow.  Stagnation occurs. 

A survey may be needed to check 

grades.  Grades need to be in 1-5% 

range if possible.  If grade is less 

than 1% underdrains may need to be 

installed. 

M,S   Trash or litter Dumping of yard wastes such as grass 

clippings and branches onto grounds.  

Unsightly accumulation of nondegradable 

materials such as glass, plastic, metal, 

foam, and coated paper. 

Remove trash and debris and dispose 

as prescribed by the County. 

M,S   Erosion of 

Ground Surface 

Noticeable rills are seen in landscaped 

areas. 

Causes of erosion are identified and 

steps taken to slow down/spread out 

the water.  Eroded areas are filled, 

contoured, and seeded. 

A Trees and 

shrubs 

 Damage Limbs or parts of trees or shrubs that are 

split or broken which affect more than 

25% of the total foliage of the tree or 

shrub. 

Trim trees/shrubs to restore shape.  

Replace trees/shrubs with severe 

damage. 

M    Trees or shrubs that have been blown 

down or knocked over. 

Replant tree, inspecting for injury to 

stem or roots.  Replace if severely 

damaged. 

A    Trees or shrubs which are not adequately 

supported or are leaning over, causing 

exposure of the roots. 

Place stakes and rubber-coated ties 

around young trees/shrubs for 

support. 

If you are unsure whether a problem exists, please contact a Professional Engineer. 

 

Comments: 

 A = Annual (March or April, preferred) 

 M = Monthly (see schedule) 

 S = After major storms (use 1-inch in 24 hours as a guideline) 
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CONCLUSION 
The proposed storm water management system for this project has been designed in 

accordance with regulatory criteria described above and consistent with sound 

engineering practice. This design has incorporated storm water detention and storm 

water quality best management practices. Therefore, no significant adverse impacts to 

the upstream or downstream storm water management systems are expected as a result 

of the proposed development. 
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APPENDIX C – GEOTECHNICAL ENGINEERING REPORT 

(not including appendices) 
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                        WWHM2012  

                    PROJECT REPORT  

___________________________________________________________________ 

 

Project Name: Anderson Park Hotel  

Site Name: Anderson Park Hotel  

Site Address: 166th Ave NE  

City     : Redmond  

Report Date: 10/11/2016  

Gage     : Seatac  

Data Start : 1948/10/01  

Data End : 2009/09/30  

Precip Scale: 1.00  

Version Date: 2016/02/25   

Version : 4.2.12   

___________________________________________________________________ 

 

Low Flow Threshold for POC 1 : 50 Percent of the 2 Year  

___________________________________________________________________ 

 

High Flow Threshold for POC 1: 50 year  

___________________________________________________________________ 

 

PREDEVELOPED LAND USE   

 

Name   : Basin  1  

Bypass: No  

 

GroundWater: No  

 

Pervious Land Use           acre    

 A B, Forest, Flat            .64  

  

Pervious Total                0.64  

 

Impervious Land Use         acre   

  

Impervious Total              0  

 

Basin Total                   0.64  

 

___________________________________________________________________ 

 

 

Element Flows To:      

Surface               Interflow               Groundwater   

  

___________________________________________________________________ 

 

 

MITIGATED LAND USE   

 

Name   : Basin  1  

Bypass: No  

 

GroundWater: No  

 

Pervious Land Use           acre    
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Pervious Total                0  

 

Impervious Land Use         acre   

 ROOF TOPS FLAT               0.64  

  

Impervious Total              0.64  

 

Basin Total                   0.64  

 

___________________________________________________________________ 

 

 

Element Flows To:      

Surface               Interflow               Groundwater   

Vault  1              Vault  1                

___________________________________________________________________ 

 

 

Name   : Vault  1  

Width :       90 ft.  

Length :      8.5 ft.  

Depth:          6 ft.  

Infiltration On   

Infiltration rate: 7  

Infiltration safety factor: 1  

Total Volume Infiltrated (ac-ft.): 100.501  

Total Volume Through Riser (ac-ft.): 0  

Total Volume Through Facility (ac-ft.): 100.501  

Percent Infiltrated: 100  

Total Precip Applied to Facility: 0  

Total Evap From Facility: 0  

Discharge Structure   

Riser Height: 5 ft.  

Riser Diameter: 12 in.  

 

Element Flows To:      

Outlet 1              Outlet 2           

  

___________________________________________________________________ 

 

 

  

             Vault Hydraulic Table  
 Stage(feet)  Area(ac.)  Volume(ac-ft.) Discharge(cfs) Infilt(cfs)    
0.0000      0.017      0.000      0.000      0.000  

0.0667      0.017      0.001      0.000      0.124  

0.1333      0.017      0.002      0.000      0.124  

0.2000      0.017      0.003      0.000      0.124  

0.2667      0.017      0.004      0.000      0.124  

0.3333      0.017      0.005      0.000      0.124  

0.4000      0.017      0.007      0.000      0.124  

0.4667      0.017      0.008      0.000      0.124  

0.5333      0.017      0.009      0.000      0.124  

0.6000      0.017      0.010      0.000      0.124  

0.6667      0.017      0.011      0.000      0.124  

0.7333      0.017      0.012      0.000      0.124  

0.8000      0.017      0.014      0.000      0.124  
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0.8667      0.017      0.015      0.000      0.124  

0.9333      0.017      0.016      0.000      0.124  

1.0000      0.017      0.017      0.000      0.124  

1.0667      0.017      0.018      0.000      0.124  

1.1333      0.017      0.019      0.000      0.124  

1.2000      0.017      0.021      0.000      0.124  

1.2667      0.017      0.022      0.000      0.124  

1.3333      0.017      0.023      0.000      0.124  

1.4000      0.017      0.024      0.000      0.124  

1.4667      0.017      0.025      0.000      0.124  

1.5333      0.017      0.026      0.000      0.124  

1.6000      0.017      0.028      0.000      0.124  

1.6667      0.017      0.029      0.000      0.124  

1.7333      0.017      0.030      0.000      0.124  

1.8000      0.017      0.031      0.000      0.124  

1.8667      0.017      0.032      0.000      0.124  

1.9333      0.017      0.034      0.000      0.124  

2.0000      0.017      0.035      0.000      0.124  

2.0667      0.017      0.036      0.000      0.124  

2.1333      0.017      0.037      0.000      0.124  

2.2000      0.017      0.038      0.000      0.124  

2.2667      0.017      0.039      0.000      0.124  

2.3333      0.017      0.041      0.000      0.124  

2.4000      0.017      0.042      0.000      0.124  

2.4667      0.017      0.043      0.000      0.124  

2.5333      0.017      0.044      0.000      0.124  

2.6000      0.017      0.045      0.000      0.124  

2.6667      0.017      0.046      0.000      0.124  

2.7333      0.017      0.048      0.000      0.124  

2.8000      0.017      0.049      0.000      0.124  

2.8667      0.017      0.050      0.000      0.124  

2.9333      0.017      0.051      0.000      0.124  

3.0000      0.017      0.052      0.000      0.124  

3.0667      0.017      0.053      0.000      0.124  

3.1333      0.017      0.055      0.000      0.124  

3.2000      0.017      0.056      0.000      0.124  

3.2667      0.017      0.057      0.000      0.124  

3.3333      0.017      0.058      0.000      0.124  

3.4000      0.017      0.059      0.000      0.124  

3.4667      0.017      0.060      0.000      0.124  

3.5333      0.017      0.062      0.000      0.124  

3.6000      0.017      0.063      0.000      0.124  

3.6667      0.017      0.064      0.000      0.124  

3.7333      0.017      0.065      0.000      0.124  

3.8000      0.017      0.066      0.000      0.124  

3.8667      0.017      0.067      0.000      0.124  

3.9333      0.017      0.069      0.000      0.124  

4.0000      0.017      0.070      0.000      0.124  

4.0667      0.017      0.071      0.000      0.124  

4.1333      0.017      0.072      0.000      0.124  

4.2000      0.017      0.073      0.000      0.124  

4.2667      0.017      0.074      0.000      0.124  

4.3333      0.017      0.076      0.000      0.124  

4.4000      0.017      0.077      0.000      0.124  

4.4667      0.017      0.078      0.000      0.124  

4.5333      0.017      0.079      0.000      0.124  

4.6000      0.017      0.080      0.000      0.124  

4.6667      0.017      0.082      0.000      0.124  

4.7333      0.017      0.083      0.000      0.124  

4.8000      0.017      0.084      0.000      0.124  
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4.8667      0.017      0.085      0.000      0.124  

4.9333      0.017      0.086      0.000      0.124  

5.0000      0.017      0.087      0.000      0.124  

5.0667      0.017      0.089      0.182      0.124  

5.1333      0.017      0.090      0.509      0.124  

5.2000      0.017      0.091      0.907      0.124  

5.2667      0.017      0.092      1.318      0.124  

5.3333      0.017      0.093      1.683      0.124  

5.4000      0.017      0.094      1.960      0.124  

5.4667      0.017      0.096      2.138      0.124  

5.5333      0.017      0.097      2.300      0.124  

5.6000      0.017      0.098      2.439      0.124  

5.6667      0.017      0.099      2.571      0.124  

5.7333      0.017      0.100      2.697      0.124  

5.8000      0.017      0.101      2.817      0.124  

5.8667      0.017      0.103      2.932      0.124  

5.9333      0.017      0.104      3.042      0.124  

6.0000      0.017      0.105      3.149      0.124  

6.0667      0.017      0.106      3.252      0.124  

6.1333      0.000      0.000      3.353      0.000  

___________________________________________________________________ 

 

___________________________________________________________________ 

 

                     ANALYSIS RESULTS  

 

                Stream Protection Duration  

 

___________________________________________________________________ 

 

Predeveloped Landuse Totals for POC #1  

Total Pervious Area:0.64  

Total Impervious Area:0  

___________________________________________________________________ 

 

Mitigated Landuse Totals for POC #1  

Total Pervious Area:0  

Total Impervious Area:0.64  

___________________________________________________________________ 

 

Flow Frequency Return Periods for Predeveloped.  POC #1  

Return Period         Flow(cfs)  

2 year                  0.000543  

5 year                  0.000822  

10 year                 0.001049  

25 year                 0.00139  

50 year                 0.001687  

100 year                0.002024  

 

Flow Frequency Return Periods for Mitigated.  POC #1  

Return Period         Flow(cfs)  

2 year                  0  

5 year                  0  

10 year                 0  

25 year                 0  

50 year                 0  

100 year                0  

___________________________________________________________________ 
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Stream Protection Duration  

Annual Peaks for Predeveloped and Mitigated.  POC #1  

Year         Predeveloped    Mitigated   

1949           0.000          0.000  

1950           0.001          0.000  

1951           0.001          0.000  

1952           0.000          0.000  

1953           0.000          0.000  

1954           0.001          0.000  

1955           0.001          0.000  

1956           0.001          0.000  

1957           0.001          0.000  

1958           0.001          0.000  

1959           0.001          0.000  

1960           0.001          0.000  

1961           0.001          0.000  

1962           0.000          0.000  

1963           0.000          0.000  

1964           0.001          0.000  

1965           0.000          0.000  

1966           0.000          0.000  

1967           0.001          0.000  

1968           0.000          0.000  

1969           0.001          0.000  

1970           0.000          0.000  

1971           0.001          0.000  

1972           0.003          0.000  

1973           0.001          0.000  

1974           0.001          0.000  

1975           0.001          0.000  

1976           0.001          0.000  

1977           0.000          0.000  

1978           0.001          0.000  

1979           0.000          0.000  

1980           0.001          0.000  

1981           0.000          0.000  

1982           0.001          0.000  

1983           0.000          0.000  

1984           0.000          0.000  

1985           0.001          0.000  

1986           0.000          0.000  

1987           0.000          0.000  

1988           0.000          0.000  

1989           0.001          0.000  

1990           0.001          0.000  

1991           0.001          0.000  

1992           0.001          0.000  

1993           0.000          0.000  

1994           0.000          0.000  

1995           0.001          0.000  

1996           0.004          0.000  

1997           0.001          0.000  

1998           0.000          0.000  

1999           0.001          0.000  

2000           0.000          0.000  

2001           0.001          0.000  

2002           0.000          0.000  

2003           0.000          0.000  
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2004           0.001          0.002  

2005           0.000          0.000  

2006           0.001          0.000  

2007           0.005          0.000  

2008           0.001          0.000  

2009           0.001          0.000  

___________________________________________________________________ 

 

Stream Protection Duration  

Ranked Annual Peaks for Predeveloped and Mitigated.  POC #1  

Rank     Predeveloped        Mitigated   

1         0.0053              0.0016  

2         0.0036              0.0000  

3         0.0026              0.0000  

4         0.0010              0.0000  

5         0.0010              0.0000  

6         0.0008              0.0000  

7         0.0008              0.0000  

8         0.0005              0.0000  

9         0.0005              0.0000  

10        0.0005              0.0000  

11        0.0005              0.0000  

12        0.0005              0.0000  

13        0.0005              0.0000  

14        0.0005              0.0000  

15        0.0005              0.0000  

16        0.0005              0.0000  

17        0.0005              0.0000  

18        0.0005              0.0000  

19        0.0005              0.0000  

20        0.0005              0.0000  

21        0.0005              0.0000  

22        0.0005              0.0000  

23        0.0005              0.0000  

24        0.0005              0.0000  

25        0.0005              0.0000  

26        0.0005              0.0000  

27        0.0005              0.0000  

28        0.0005              0.0000  

29        0.0005              0.0000  

30        0.0005              0.0000  

31        0.0005              0.0000  

32        0.0005              0.0000  

33        0.0005              0.0000  

34        0.0005              0.0000  

35        0.0005              0.0000  

36        0.0005              0.0000  

37        0.0005              0.0000  

38        0.0005              0.0000  

39        0.0005              0.0000  

40        0.0005              0.0000  

41        0.0005              0.0000  

42        0.0005              0.0000  

43        0.0005              0.0000  

44        0.0005              0.0000  

45        0.0005              0.0000  

46        0.0005              0.0000  

47        0.0005              0.0000  

48        0.0005              0.0000  
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49        0.0005              0.0000  

50        0.0005              0.0000  

51        0.0005              0.0000  

52        0.0005              0.0000  

53        0.0005              0.0000  

54        0.0005              0.0000  

55        0.0005              0.0000  

56        0.0005              0.0000  

57        0.0005              0.0000  

58        0.0005              0.0000  

59        0.0004              0.0000  

60        0.0004              0.0000  

61        0.0004              0.0000  

___________________________________________________________________ 

 

Stream Protection Duration  

POC #1  

The Facility PASSED  

  

The Facility PASSED.  

  

Flow(cfs) Predev  Mit Percentage Pass/Fail  

0.0003    3048    2      0      Pass  

0.0003    2731    2      0      Pass  

0.0003    2391    2      0      Pass  

0.0003    2145    2      0      Pass  

0.0003    1920    2      0      Pass  

0.0003    1696    2      0      Pass  

0.0004    1480    2      0      Pass  

0.0004    1334    2      0      Pass  

0.0004    1179    2      0      Pass  

0.0004    1009    2      0      Pass  

0.0004    843     2      0      Pass  

0.0004    680     2      0      Pass  

0.0004    552     2      0      Pass  

0.0005    446     2      0      Pass  

0.0005    354     2      0      Pass  

0.0005    258     2      0      Pass  

0.0005    129     2      1      Pass  

0.0005    36      2      5      Pass  

0.0005    26      2      7      Pass  

0.0005    26      2      7      Pass  

0.0006    26      2      7      Pass  

0.0006    26      2      7      Pass  

0.0006    25      2      8      Pass  

0.0006    25      2      8      Pass  

0.0006    24      2      8      Pass  

0.0006    23      2      8      Pass  

0.0006    23      2      8      Pass  

0.0007    23      2      8      Pass  

0.0007    22      2      9      Pass  

0.0007    22      2      9      Pass  

0.0007    22      2      9      Pass  

0.0007    21      2      9      Pass  

0.0007    21      2      9      Pass  

0.0007    21      2      9      Pass  

0.0008    21      2      9      Pass  

0.0008    19      2      10     Pass  

0.0008    19      2      10     Pass  
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0.0008    18      2      11     Pass  

0.0008    18      2      11     Pass  

0.0008    17      2      11     Pass  

0.0008    16      2      12     Pass  

0.0009    16      2      12     Pass  

0.0009    16      2      12     Pass  

0.0009    16      2      12     Pass  

0.0009    16      2      12     Pass  

0.0009    15      2      13     Pass  

0.0009    15      2      13     Pass  

0.0009    15      2      13     Pass  

0.0010    14      2      14     Pass  

0.0010    13      2      15     Pass  

0.0010    13      2      15     Pass  

0.0010    13      2      15     Pass  

0.0010    13      2      15     Pass  

0.0010    13      2      15     Pass  

0.0010    13      2      15     Pass  

0.0011    12      2      16     Pass  

0.0011    12      2      16     Pass  

0.0011    12      2      16     Pass  

0.0011    11      2      18     Pass  

0.0011    11      2      18     Pass  

0.0011    11      2      18     Pass  

0.0011    11      2      18     Pass  

0.0012    10      2      20     Pass  

0.0012    10      2      20     Pass  

0.0012    9       2      22     Pass  

0.0012    9       2      22     Pass  

0.0012    9       2      22     Pass  

0.0012    9       2      22     Pass  

0.0012    9       2      22     Pass  

0.0013    8       2      25     Pass  

0.0013    8       2      25     Pass  

0.0013    8       2      25     Pass  

0.0013    8       2      25     Pass  

0.0013    8       2      25     Pass  

0.0013    8       2      25     Pass  

0.0013    8       2      25     Pass  

0.0014    8       2      25     Pass  

0.0014    8       2      25     Pass  

0.0014    8       2      25     Pass  

0.0014    8       2      25     Pass  

0.0014    8       2      25     Pass  

0.0014    8       2      25     Pass  

0.0014    8       2      25     Pass  

0.0015    8       2      25     Pass  

0.0015    8       2      25     Pass  

0.0015    8       2      25     Pass  

0.0015    8       2      25     Pass  

0.0015    8       2      25     Pass  

0.0015    8       2      25     Pass  

0.0015    8       2      25     Pass  

0.0016    8       2      25     Pass  

0.0016    8       2      25     Pass  

0.0016    8       2      25     Pass  

0.0016    8       0      0      Pass  

0.0016    8       0      0      Pass  

0.0016    8       0      0      Pass  

0.0016    8       0      0      Pass  



 

 

___________________________________________________________________________________________ 

Anderson Park Hotel  October 2016 

Storm Drainage Report 

- 69 - 

0.0017    8       0      0      Pass  

0.0017    8       0      0      Pass  

0.0017    8       0      0      Pass  

_____________________________________________________ 

 
___________________________________________________________________ 

 

Water Quality BMP Flow and Volume for POC #1   

On-line facility volume: 0 acre-feet  

On-line facility target flow: 0 cfs.   

Adjusted for 15 min: 0 cfs.   

Off-line facility target flow: 0 cfs.   

Adjusted for 15 min: 0 cfs.   

___________________________________________________________________ 

 

 
 LID Report   

 

LID Technique                 Used for    Total Volumn   Volumn    Infiltration  Cumulative   

Percent     Water Quality  Percent       Comment     

                              Treatment?  Needs          Through   Volumn        Volumn       

Volumn                     Water Quality             

                                          Treatment      Facility  (ac-ft.)       Infiltration 

Infiltrated                Treated                   

                                          (ac-ft)        (ac-ft)                 Credit                                                            

Vault  1 POC                       N      91.53                                        N      

99.92                                                                              

Total Volume Infiltrated                  91.53          0.00      0.00                       

99.92       0.00           0%            No Treat. Credit                          

Compliance with LID Standard 8                                                                                                         

Duration Analysis Result = Passed         

 

___________________________________________________________________ 

 

Perlnd and Implnd Changes   

 No changes have been made.  
___________________________________________________________________ 

 

 

This program and accompanying documentation are provided 'as-is' without warranty of any kind.  

The entire risk regarding the performance and results of this program is assumed by End User.   

Clear Creek Solutions Inc. and the governmental licensee or sublicensees disclaim all warranties, 

either expressed or implied, including but not limited to implied warranties of program and 

accompanying documentation.  In no event shall Clear Creek Solutions Inc. be liable for any 

damages whatsoever (including without limitation to damages for loss of business profits, loss of 

business information, business interruption, and the like) arising out of the use of, or 

inability to use this program even if Clear Creek Solutions Inc. or their authorized 

representatives have been advised of the possibility of such damages.  Software Copyright © by : 

Clear Creek Solutions, Inc. 2005-2016; All Rights Reserved. 

 

 


